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TPA MEMERANE SET IN ADHESIVE ON 6LASS
REINFORCED &YPSUM POARD <ET IN

APHESIVE ON FLAT STOCK INSULATION
INSULATON MECHANICALLY FASTENED TO

Woow DECK.

TPA MEMERANE SET IN ADHESIVE ON 6LASS
REINFORCED GYPSUM POARD SET IN ADHESIVE

ON |/4" PER FT. TAPERED INSULATION SET
IN APHESIVE ON  FLAT STOCK INSULATION

MECHANICALLY FASTENED TO METAL DECK

TPA MEMERANE SET IN ADHESIVE ON E6LASS
REINFORCED 6YPSUM POARD SET IN APHESIVE

N |/4" PER FT. TAPERED INSULATION SET
IN ADHESIVE ON  FLAT STOCK INSULATION

SET IN ADHESIVE ON VAPOR PARRIER ON
CONCRETE DECK.

NOT IN cONTRACT (NIC)

CRICKET (SLOPE: |” PER FT)

SECTION MARK

DETAL BUTTON

EXISTING ROOF DRAIN TO BE REMOVED.
INSTALL NEW ROOF DRAIN ASSEMBLY

NEW ROOF DRAIN ASSEMELY TO BE
INSTALLED.

NERFLOW ROF DRAIN
APANDONED ROF DRAIN
NERFLOW SCUPPER

PRIMARY SCUPPER W/ RWL

MECHHANICAL UNIT

PLUMBING VENT
PITett POCKET

RO VENT

ROOF HATcH

EXISTING ANTENNA ON WOOD PASE
AND STEEL DUNNAGE. PUCTWORK

CENERAL NOTES — ROOE

CONTRACTOR SHALL TAKE AND VERIFY ALL DIMENSIONS IN THE FIELD, AND SHALL
BE HELD RESPONSIBLE FOR THE SAME.

CONTRACTOR SHALL TAKE AND VERIFY ALL DIMENSIONS AND CONDITIONS PRIOR TO
BEGINNING ANY WORK AND NOTIFY OWNER OF ANY DISCREPANCIES.

CONTRACTOR sHAU D FULLY UNDERSTAND THAT THE WORK INCLUWES THE USE OF
A MANUFACTURER'S CERTIFIED/APPROVED INSTALLERS IN ORDER TO OBPTAN LONG
TERM MANUFACTURER'S GUARANTEE.

THE DIVISION OF WORK AMONG THE VARIOUS TRADES OR SUBCONTRCTORS (IF ANY)
NECESSARY AND THE COORDINATING OF THE TOTAL WORK 1S THE CONTRACTOR'S
RESPONSIBILITY

THE CONTRACTOR SHALL CONFINE MOVEMENTS ON THE OWNERS PROPERTY TO AREAS
DESIGNATED ON THE SITE PLAN AND AS DESIGNATED AT THE PRE-CONSTRUCTION

FASTENERS ARE MECHANICAL FASTENERS OR AS INDICATED. FASTENERS USED IN
THE WORK ARE TO PROVIDE | |/2" PENETRATION INTO THE SUPSTRATE OR AS
REQUIRED BY THE FASTENER MANUFACTURER.

FLASHINGS ARE T BE INSTALLED IN A WATER—SHEDPING FASHION.

PROVIDE PROPER TYPE CAUKING/SEALANT IN ALL AREAS INDICATED ON DRAWINGS
AND AS REQUIRED FOR A WATERTIGHT ROCF.

WHERE THE WORD "EXISTING” APPEARS WITH DESCRIPTIONS, NOTATIONS, DIRECTIVES,

EXPLANATIONS, REQUREMENTS, ETC., THRAUGH AUT THE DRAWINGS AND SPECIFICATIONS,

SUcH AS "EXISTING METAL DECK”, "EXISTING BRICK WALL®, THE REFERRED T¢O ITEM R
TEMS OF WORK SHALL BE UNDERSTOD AS MEANING WORK T
l. REMAIN IN PLACE WITHAUT MAUOR CHANGES, BUT, SHALL INCLUPE ALL OTHER
CHANGES, ADIUSTMENTS, REQUIREMENTS, ETC., NECESSARY FOR THE ITEMS OF
WORK TO BE PROFPERLY INTEGRATED INTO AND COMPINED WITH THE NEW AND
EXISTING SPECIFIED WORK IN THE CONTRACT, OR,
1. REMOVED, DISPOSED OF AND/OR REINSTALLED, INCLWPING ALL CHANEES,
ADWSTMENTS, REQUREMENTS, ETC., NECESSARY FOR THE ITEMS OF WORK T¢O
BE PROPERLY DEMAOLISHED, REMOVED, CHANGED, ADJUSTED, AND PROPERLY
INTEERATED AND CcOMBINED WITH NEW AND EXISTING WORK SPECIFIED IN THE

EXCEPT AS SPECIFIED APOVE, AL OTHER DESCRIPTIONS, NOTATIONS, DIRECTIVES,

EXPLANATIONS, REQUREMENTS, ETc., THRAUGH AUT THE DRAWINGS AND SPECIFICATIONS,
SUcH AS "BULT-UP ROOF SYSTEM', "METAL PASE FLASHING", "BPULT-UP ROOF SYSTEM',

"NEW METAL PASE FLASHING”, SHALL BE UNDERSTOOD AS MEANING ALL REQUIREMENTS
F AL WORK UNDER THE CONTRACT.

IN THE EVENT OF CONFLICT PETWEEN APPLICABLE COPES AND REGULATIONS AND THE
STANDARDS OF THE CONTRACT DOCIMENTS, THE MORE STRINGENT PROVISIONS SHALL

GVERN.

ALL NOTES AND DIMENSIONS DESIGNATED AS TYPICAL (TYP) APPLY TO ALL LIKE
R SIMILAR CONPITIONS THRAUGHAUT THE DRAWINGS.

REMOVE AND REINSTALL MISCELLANEAUS ITEMS FOUND ON THE ROOF WHIcH WILL
STANDARDS oF INTERFERE WITH THE INSTALLATION OF THE NEW ROOF. PROVIDE ALL
FLASHINGS, PITcht POCKETS, ETc., REQURED FOR A WATERTIGHT ROCF.

PRVIDE THREE SPLASH BLOCKS. INSTALL WHERE DIRECTED BY ARCHITECT.
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TPA MEMBERANE ADHERED
PER MANUAFCTURER SPEC.

|/2" FIPERGLASS REINFORCED GYPSUM
POARD — FASTEN WITH ADHESIVE.

1" FLAT STOCK INSULATION MECHANICALLY
FASTENED TO WOP DECK

EXISTING SLOPED WOP DECK

NOTE:

/2" ELASS REINFORCED GYPSIM
POARD ON POLYISO/RIGID INSULATION
STAGEER ALL JOINTS., FASTEN IN
PLACE ALL INSULATION ACCORDING
SPECIFICATION.

TYFICAL TFA MEMPRANE
ON WO DECK

NTS.

()

PUTYL SEALANT

REFLACE EXISTING CcAST IRON

PRAN WITTHEVE SR8, T EUTR 122

HEAT WELDED LAP
10 0Z cOPPER SLEEVE, SO DERED
FITTED INSIPE EXISTING DRAIN PIPE

fr— —_—
e — —_— = .

INSULATION

NOTE:

/2" ELASS REINFORCED GYPSIM
POARD ON POLYISO/RIGID INSULATION
STAGEER ALL JOINTS., FASTEN IN
PLACE ALL INSULATION ACCORDING
SPECIFICATION.

TYFICAL TFA MEMPRANE
ON METAL DECK

NTS.

(2)

EXISTING METAL DECK

EXIST. MEcH. cURP

TPA MEMBERANE ADHERED
PER MANUAFCTURER SPEC.

/2" FIPERGLASS REINFORCED GYPSUM
POARD — FASTEN WITH ADHESIVE.

TAPERED POLYISC INSULATION FASTEN
WITH APHESIVE TO |-|/2" FLAT STOCK

I—|/2" FLAT STOCK INSULATION
MECHANICALLY ATTACHED TO METAL DECK

TPA MEMBERANE ADHERED
PER MANUAFCTURER SPEC.

/2" FIPERGLASS REINFORCED GYPSUM
POARD — FASTEN WITH ADHESIVE.

TAPERED POLYISC INSULATION FASTEN

WITH APHESIVE TO |-|/2" FLAT STOCK
INSULATION

I—I/2" FLAT STOCK INSULATION

EXISTING MECHANICAL UNIT
EXTEND METAL DUCT WORK AND
ELECTRICAL WIRING AS REQUIRED

TO ENSURE PROPER INSTALLATION
TO COPE.

METAL CURP COUNTERFLASHING

e e e B e
/ \ T | T b . TERMINATION PAR FASTENED
\\ | | | | \ [T | @ &' oc.
————— X — TF TAPE
/2" FIBERELASS REINFORCED — TPA PONDING APFESIVE
060 FLEECE PACK TPA GYPSUM BOARD — FASTEN —
FULLY ADHERED WITH APHESIVE. 2" MIN. — ADHERED T SUPSTRATE
5 TAPERED POLYISOCYANURATE —
D B TASTENER INSULATION (I/2” PER FT) ON -
I/2" FLAT STOCK PALY-150 — HEAT WELDED LAP
ROCT PRAIN REN-CRCING EXISTING SLOPED WOOD DECK _ 060 FLEECE PACK TPA
YA — FULLY ADHERED 7
T =— B e
f
< T =) P
> = = A >
Roor DPRAIN — WooD DECK / — ‘
® - - |
=l Z| /1" FIPERGLASS REINFORCED
EYPSUM BOARD — FASTEN EXISTING METAL PEC
WITH ADHESIVE.
4 FLAT STOCK POLYISO INSULATION
PT. WOOP BLOCKING— FASTEN FASTEN TO WOOD DECK ACCORDING TO
040 AMNIM COPING ¢AP WITH TO METAL DECK @ 12" Oc. SPEC.
MANUF. FINISH cOLOR SELECTED PROVIDE /INSTALL ADDITIONAL P
FROM MANUF. STANDARD COLORS WO BLOCKING AS REQURED TO

5/8" (DX PLYWOOD — FASTEN

TPA PONDPING ADHESIVE

TPA FLASHING MEMPRANE FULLY
ADHERED TO SUPSTRATE \

A
df>

4

|

\Q TPA PONDING ADHESIVE N
SPECIFIED FASTENER AND PLATE )\ TPA FLASHING MEMPRANE FULLY B
2 ¢ ADHERED TO SUPSTRATE \
HEAT WELDED LAP -
060 FLEECE PACK TPA EXISTING MASONRY CONSTRUCTION P) \yﬁ\ G-
FULLY APHERED ) T
SPECIFIED FASTENER AND PLATE Q \ﬂﬁ -
HEAT WELDED LAP 5
TN 060 FLEECE BPACK TPA -
< \ FULLY APHERED \ Y
; 7
/2" FIPERGALASS REINFORCED EXISTING WOD OR METAL DECK. 2 ' 7 é - -
EYPSIM POARD — FASTEN ) C p :
WITH APHESIVE. g
A p A < N
(....
2" FLAT STOCK PALYISO INSULATION ; . / 5
FASTEN TO WO DECK ACCORDING TO TAPERED POLYISOCYANURATE 3
SPEC. ) INSULATION (/2" PER FT) ON T -
AT METAL DECK ADHERE | / 4" PER FT. I-1/2" FLAT STOcK POLY-I50
TAPERED INSULATION T |-|/2" FLAT ) C INSULATION.
STOCK INSULATION MECHANICALLY
FASTENED TO METAL DECK. y TORCH APPLIED VAPOR PARRIER \

STAGEER ALL JOINTS.

FARAFET WOOD OR METAL DECK

515 — |I_0II

@

—— /@é" OC. BPOTH SIDES
| — L— |
N e I/
A |
¥ < N2 x P. T. WO PLOCKING

) 7 PREPRILL HALES IN STONE
TO EXISTING ERICK PARAPET COPING CAP AND ATTACH WITH
EXPANSION PALTS @ 24" Oc.

MAINTAIN MINMUM &" FLASHING HT.

CONTINUOUS CLEAT FASTENED

MECHANICAL CURD DETAIL

)

au — |I_0ﬂ

5/8" (DX PLYWOOD — FASTEN
TO EXISTING BRICK PARAPET

4

~
-

ADHERED TO PRIMED CONCRETE DECK.

FARAFET CONCRETE DECK

NOTE:

/2" ELASS REINFORCED &YPSIM
BOARD ON POLYISO/RIGID INSULATION
STAGEER ALL JOINTS. FASTEN IN
PLACE ALL INSULATION ACCORDING
SPECIFICATION.

ADHERED TO VAPOR PARRIER

TORCH APFLIED VAPOR PARRIER
ADHERED TO PRIMED CONCRETE DECK.

EXISTING CONCRETE DECK

TYFICAL TFRA MEMPRANE

ON CONCRETE DECK

&)

NTS.

REPLACE EXISTING CAST IRON

DRAIN WITH NEW (EQUAL TO SMITH |0l0)

CLAMPING RING

BUTYL SEALANT

UNREINFORCED TPA

MEMPRANE

TPA BONDING ADHESIVE

HEAT WELDED LAP

AR —
/ \ e

i

\
! A

Oo0 FLEECE PACK TPA

i
|

REMOVE EXISTING ROOF DRAIN
POWL <ET IN CONCRETE. PATCH
CONCRETE ROOF DECK.

EXISTING cONCRETE DECK

—_\—_
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pg—— 0 f
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— T -
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FULLY APHERED

SPECIFIED FASTENER
AND PLATE

Rox DRAIN REINFORCING w
PAN

Zl /1" FIPERELASS REINFORCED
GYPSWM POARD — FASTEN
WITH APHESIVE.

TAPERED PALYISOCYANURATE
INSULATION (/2" PER FT) ON
I-1/2" FLAT STocK POLY-IS0
INSULATION.

TORCH APFLIED VAPOR PARRIER
ADHERED TO PRIMED CONCRETE DECK.

RO DPRAIN — CONCRETE DECK

(6)

all — |I_0ll

o040 ALUMINIM COPING CcAP WITH
MANUF. FINISH cALOR SELECTED
FROM MANUF. STANDARD CcALORS

CONTINUAUS CLEAT FASTENED

@' Ooc. BOTH SIDES 060 FLEECE PACK TPA
FULLY APHERED
TPA BONPING APHESIVE
|/7" FIPERGLASS REINFORCED
- GYPSIM POARD — FASTEN
17X P T. WO» BLOCKING WITH ADHESIVE.
PREPRILL HOLES IN PRE-CAST \

UNREINFORCED TPA MEMBRANE

HEAT WELDED LAP

CONCRETE COPING CAP AND T T —

ATTACH WITH EXPANSION POLTS

@ 24" oc.

040 ALUIMINUM GRAVEL STOFP NAILED
2" 0cC. STAGEERED, PRIME METAL

FLANGE AND SET IN ROOF CEMENT.

EXISTING MASONRY CONSTRUCTION
WITH CEMENT STUcc@ FINISH

EXISTING METAL DECK
EXISTING STRUCTURE

/4" PER FT TAPERED POLYISO

INSULATION ADHERE ACCORDPING TO SPEC
TO |-I/72" FLAT STOCK INSULATION BASE.

EXISTING CONCRETE DECK FASTENED T© METAL DECK.
STAGEER ALL JOINTS.

()

all — |I_0(l

ORAVEL STOF DETAIL

(5)

511 — |I_0H

EXTEND MEMERANE NVER BLOCKING
FASTEN &" Oc.

EXISTING WOP BLOCKING

040 ALMINM ~ FASCIA
CONT. CLEAT FASTEN @ 2" Oc.

EXISTING FASCIA BOARD

040 ALMINIM ~ FASCIA
CONT. CLEAT FASTEN @ 2" Oc.

EXISTING MASONRY
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X X X X xﬁx X A1 | W& COPPER WIRE SCREEN \-
( — — — —

XISTING PLUMPING VENT STACK.
EXISTING BRICK VENEER évip%%ﬁﬁmw'ffp SCREEN N EXISTING PLUMBING VENT STACK SAVERED TO CAP - - / : MP
7 7 LEAD COATED COPPER VENT -
CUT IN NEW REGLET MINMWM |-|/2" LEAD COATED COPPER VENT - / STACK. SLEEVE AND CAP. )
DEEP. INSTALL 240 ALUMINUM REGLET STACK 9EEVE AND CAP. A SPOT SOLDER CAP TO SL.EEVE
COUNTERFLASHING W,/ LEAD WEDEES SPOT SOLDER (AP TO SLEEVE
@ 4" 0OC. SEAL W/ CONTINUAUS BEAD
OF SEALANT.
TPA APP T
CONT. PEAD OF SPECIFIED SEALANT TPA APPROVED SEALANT A APPROVED <EALAN
TERMINATION BAR FASTENED DT e
@ 2 0C. e R N, STANLESS STEEL (LAMPING RING
1 (5 7 S D STAINLESS STEEL CLAMPING RING v
4] e Q)
CONT. CLEAT FASTEN @ %' OcC. PA ONE PECE BOOT _——  TPA ONE PIECE BPOOT I
- 1
( TPA PONDING ADHESIVE SPECIFIED FASTENER AND PLATE |— =F %
TPA FLASHING MEMPRANE FULLY SPECITIED FASTENER AND FLATE HEAT WELDED LAP Z RS Z
IR R 10 ApeTRaT AT WELDED L o2 et ook, T8 ot -
““““““ SPECIFIED FASTENER AND PLATE 060 FLEECE PACK TPA SN ADrERED } Z = \)
. HEAT WELDED LAP FULY APHERED ,7 ,7 y =
/2" FIPERGLASS REINFORCED == R, L Z ~
FULY AXERED WITH ADHESIVE. / / e E \6 L]
I
_— — — Y —-—--_ -——__—_n - pr—— /
T R R R |/4" PER FT TAPERED POLYISO %\ / B__I [ \)
\ INSULATION ADHERE ACCORDING / L0 L S< )
\ TO SPEC. TO |-I/2" FLAT STOCK L i gj 1]
(3 INSULATION PASE FASTENED TO A M
0‘00000‘0‘0‘ : ) METAL PECK. STAGEER AL WONTS L A N c 0 ©
9.9:9.9.9.9. e r /2" FIPERGLASS REINFORCED L ) N
. — ™ EGYPSUM POARD — FASTEN /1" FIBERGLASS REINFORCED [
‘Q“““““ 4 < . —— TORCH APPLIED VAPOR BARRIER WITH ADHESIVE. ENPSM POARD — FASTEN Q
CXOXKXKAKK S 4 , ADHERED TO PRIMED CONCRETE DECK. , WITH APHESIVE.
VoY% % %% < ‘ 4 /4 PER FT TAPERED POLYISO N S v
“““““‘ g ~ 1 EXISTING CONCRETE DECK N N INSULATION ADHERE ACCORDING TAPERED POLYISOCYANURATE
“““ TO SPEC. TO |- /2" FLAT STOCK EXISTING CONCRETE DECK. INSULATION (/2" PER FT) ON
XXX > A g EXISTING METAL DECK INSULATION BPASE FASTENED TO |—|6{1 PLAT STOCK PALY—1S0
““““““ C \ METAL DECK. STAGGER ALL JOINTS. INSULATION.

WALL FLASHING ADHERED TO PRIMED CONCRETE DECK.

:‘:‘:‘:‘:‘:‘ REMOVE EXISTING THROUEH TORCH APPLIED VAPOR PARRIER

C
L)&)&)&)V\K)&NI\ AN

PLUMBING VENT o PLUMPING VENT
REGLET FLASHING DETAIL O S

0

5ll — |I_0ll

& ROOF HATCH, SEE SPECIFICATION 5/8" CDX PLYWOOD — FASTEN 3 S 5/8" (DX PLYWOOD — FASTEN X . HIBBARD & ROSA
REMOVE EXISTING AND INSTALL NEW TO EXISTING BRICK PARAPET TO EXISTING BRICK PARAPET ARCHITECTS, LLC
%N - EXISTING MASONRY CONSTRUCTION /’ 7 EXISTING MASONRY 262 MAN STREET
TPA FLASHING MEMBRANE FULLY ) C TPA FLASHING MEMBRANE FULLY P2 CONSTRUCTION MIPPLETOWN, T
ADHERED TO SUPSTRATE - T N ADHERED TO SUPSTRATE PHONE: (260) 2461809
FAX: (B60) TOA-214
‘) SPECIFIED FASTENER AND PLATE SPECIFIED FASTENER AND PLATE EMAL: hra@hrabz
7 [ O) HEAT WELDED LAP HEAT WELDED LAP
O é_)b — 060 FLEECE PACK TPA 060 FLEECE PACK TPA
| TPA PONDING ADHESIVE FULLY ADHERED FULY APHERED e
AIERED TO SUPSTRATE —< SCUPPER BOX. HEM EXPOSED T
SPECIFIED FASTENER AND PLATE N e e e e SEAMS T N T T I
\ [T T T T OOER ! \ |
5 HEAT WELDED LAP S i B > / {
|
o 040 FLEECE BPACK TPA \ MRS | | | \ C
< g FULLY ADHERED X [
/2" FIBERGLASS REINFORCED | N
6YPSIM BOARD — FASTEN C N C
WITH ADHESIVE.
%
9% _ —
/4" PER FT TAPERED POLYISO /2" FIPERGLASS REINFORCED — = /2" FIPERGLASS REINFORCED
3 INSULATION ADHERE ACCORDING BYPSUM POARD — FASTEN C GYPSUM POARD — FASTEN
TO SPEC. TO |H /7" FLAT STOCK T SIVE. EXISTING WOOP OR METAL DECK. SIVE. EXISTING WOoOD
WITH ADHESIVE WITH ADHESIVE
INSULATION PASE FASTENED TO OR METAL DECK.
METAL DECK. STAGEER ALL JOINTS. IRV
2" FLAT STOCK POLYISO INSULATION \ , ;l séHjRé”E‘*ﬁ_ OALgKMg\‘UlJN’\g ngLNDE 2" FLAT STOCK POLYISO INSULATION \ .
; =i FASTEN TO WOOD DECK ACCORDING TO 5 GUTTER arripe FASTEN TO WOD DECK ACCORDING TO
- AT METAL DECK ADHERE |/4" PER FT. AT METAL DECK ADHERE |/4” PER FT.
FASTEN ROOF HATcH —— | / TAPERED INSULATION TO |-|/7" FLAT ) C TAPERED INSULATION T¢ |-|/2" FLAT ) C
PER MANUFACTURER'S STOCK. INSUATION MECHANICALLY &\ STOCK. INSULATION MECHANICALLY &\
SPECIFICATION FASTENED TO METAL DECK. FASTENED TO METAL DECK. 0
L > STAGEER ALL JOINTS. STAGEER ALL JOINTS,
%&ozpé;fb&me —
________________________ N _ —
. > C FRIMARY SClUFFER WOOD /METAL DECK OVERFLOW SCUPFPER — WOOP /METAL DECK ‘<_E
EXISTING METAL OR CONCRETE - - [0 L
DECK. INSTALL VAPOR BARRIER = I=
S S 4
EXISTNG STRUCTURE oK. NSTAL P AN
@ — EXISTNe VENT Q
) C
5/8" (DX PLYWOOD — FASTEN
TO EXISTING BRICK PARAPET N METAL CURP COUNTERFLASHING
EXISTING MASONRY
TPA FLASHING MEMBRANE FULLY /’_I CONSTRUCTION EXIST. MECH. CURP CONT. PEAD OF SPECIFIED SEALANT

ADHERED TO SUPSTRATE

TERMINATION PAR FASTENED
@ & oc.

SPECIFIED FASTENER AND PLATE

HEAT WELDED LAP
Op0 FLEECE PACK TPA

TF TAPE
TPA PONPING APHESIVE

TPA FLASHING MEMBRANE FULLY
ADHERED TO SUPSTRATE

FULLY APHERED
\ o ~~.‘~- 2" MIN.
LTI i i ‘ ‘

SPECIFIED FASTENER AND PLATE
T T e T | DATE: UNE &, 205
B . — HEAT WELDED LAP
o> \ i \ — 060 FLEECE BACK TPA REVISED:
\ C — FULLY ADHERED '
4 ) < ,7
4 e —— — — T
2 , 4 < T 3
p) \ >
/2" FIPERGLASS REINFORCED h
CIPEUN POIRD — FASTEN SxTNG COnG |
PECK. /2" FIPERELASS REINFORCED EXISTING WOOP DECK
EYPSUIM POARD — FASTEN
TAPERED POLYISOCYANURATE
INSLLATION (/4" PER FT) ON \ ( WITH APHESIVE. F——— PT. WO BLOCKING— FASTEN COM. 4 507
I-1/2" FLAT STOcK POLY-IS0 TO WO» DECK @ &' Oc.
INSULATION ADHERED TO VAPOR 2" FLAT STOCK POLYISO INSULATION PROVIDE /INSTALL ADDITIONAL PT.
PARRIER \ 2 FASTEN TO WOOD DECK ACCORDING TO WO BLOCKING AS REQUIRED TO SCALE: 5 = (-0
SPEC. MAINTAIN MINIMUM &" FLASHING HT.
TORCH APPLIED VAPOR PARRIER y

ADHERED TO PRIMED CONCRETE DECK.

GRAVITY VENT — ATTIC
(QVERTLOW SCUPPER — CONCRETE DECK (o)== A2

5u — |I_0ll

SHEET
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TPA MEMERANE <ET IN ADHESIVE ON GLASS
REINFORCED GYPSM POARD <ET IN ADHESIVE

ON 2" FLAT STOCK POLYISOCYANURATE
INSULATION MECHANICALLY FASTENED TO

Woov DECK

NOT IN ¢cONTRACT (NI¢)

CRICKET (SLOPE: |” PER FT)

SECTION MARK

DETAIL BUTTON

EXISTING ROOF DRAIN TO BPE REMOVED.
INSTALL NEW ROOCF DRAIN ASSEMBLY

OVERFLOW SAPPER

PLUMBING VENT

2.

CENERAL NOTES — ROOE

CONTRACTOR SHALL TAKE AND VERIFY ALL PIMENSIONS IN THE FIELD, AND SHALL
BE HELD RESPONSIBLE FOR THE SAME

CONTRACTOR SHALL TAKE AND VERIFY ALL DIMENSIONS AND CONDITIONS PRIOR TO
PEGINNING ANY WORK AND NOTIFY OWNER OF ANY DISCREPANCIES.

CONTRACTOR SHUD FULY UNDERSTAND THAT THE WORK INCLUWES THE USE oOF
A MANUFACTURER'S CERTIFIED/APPROVED INSTALLERS IN ORDER TO OPTAIN LONG
TERM MANUFACTURER'S GUARANTEE.

THE DIVISION OF WORK AMONG THE VARIOUS TRADES OR SUBCONTRCTORS (IF ANY)
NECESSARY AND THE COORDINATING OF THE TOTAL WORK IS THE CONTRACTOR'S
RESPONSIBILITY

THE CONTRACTOR SHALL CONFINE MOVEMENTS ON THE OWNERS PROPERTY TO AREAS
DESIGNATED ON THE SITE PLAN AND AS DESIGNATED AT THE PRE-CONSTRUCTION

FASTENERS ARE MECHANICAL FASTENERS OR AS INDICATED. FASTENERS USED IN
THE WORK ARE T PROVIDE | |/2" PENETRATION INTO THE SUPSTRATE R AS

REQUIRED PY THE FASTENER MANUFACTURER.
FLASHINGS ARE TO BE INSTALLED IN A WATER-SHEDDPING FASHION.

PROVIPE PROPER TYPE CAUKING/SEALANT IN ALL AREAS INDICATED ON DRAWINGS
AND AS REQUIRED FOR A WATERTIGHT ROCF.

WHERE THE WORD "EXISTING” APPEARS WITH DESCRIPTIONS, NOTATIONS, DIRECTIVES,
EXPLANATIONS, REQUIREMENTS, ETcC., THRAUGH AUT THE PRAWINGS AND SPECIFICATIONS,
AUcH AS "EXISTING METAL DECK”, "EXISTING BRICK WALL®, THE REFERRED T¢ ITEM OR
ITEMS OF WORK SHALL BPE UNDERSTOOD AS MEANING WORK T0:
| REMAIN IN PLACE WITHAUT MAUOR CHANGES, BUT, SHALL INCLUPE ALL OTHER
CHANGES, ADWSTMENTS, REQUIREMENTS, ETC., NECESSARY FOR THE ITEMS OF
WORK TO BE PROFPERLY INTEGRATED INTO AND COMPINED WITH THE NEW AND
EXISTING SPECIFIED WORK IN THE CONTRACT, (R,
1. REMOVED, DISPOSED OF AND/OR REINSTALLED, INCLUPING ALL CHANEES,
ADWSTMENTS, REQUREMENTS, ETC., NECESSARY FOR THE ITEMS OF WORK TO
PE PROPERLY DEMALISHED, REMOVED, CHANGED, ADWUSTED, AND PROPERLY
INTEGRATED AND COMBINED WITH NEW AND EXISTING WORK SPECIFIED IN THE

EXCEPT AS SPECIFIED APOVE, ALL OTHER DESCRIPTIONS, NOTATIONS, DIRECTIVES,
EXPLANATIONS, REQUREMENTS, ETc., THRAUGH AUT THE PRAWINGS AND SPECIFICATIONS,
SUcH AS "PULT-UP ROOF SYSTEM, "METAL PASE FLASHING', "PULT-UP ROOF SYSTEM',
"NEW METAL PASE FLASHING", SHALL BE UNDERSTOD AS MEANING ALL REQUIREMENTS
F AL WORK UNDER THE CONTRACT.

IN THE EVENT OF CONFLICT BETWEEN APPLICABLE COPES AND REGUATIONS AND THE
STANDARDS OF THE CONTRACT DOCUMENTS, THE MORE STRINGENT PRVISIONS SHALL

GOVERN.

ALL NOTES AND DIMENSIONS DESIGNATED AS TYPICAL (TYP) APPLY TO ALL LIKE
R SIMLAR CONDITIONS THROUGHAUT THE DRAWINGS.

REMVE AND REINSTALL MISCELLANEAUS ITEMS FOUNP ON THE ROOF WHICH WILL
STANDARDS oF INTERFERE WITH THE INSTALLATION OF THE NEW ROOF. PROVIDE ALL
FLASHINGS, PITcht POCKETS, ETc., REQURED FOR A WATERTIGHT ROOF.

NOTE:

|/2" elLASS REINFORCED GYPSUM
BOARD ON POLYIS0 /RIGID INSULATION
STAGCER ALL JOINTS. FASTEN IN
PLACE ALL INSULATION ACCORPING
SPECIFICATION.

TPA MEMBRANE ADHERED
PER MANUAFCTURER SPEC.

FASTENED TO WOD DECK

EXISTING S OPED WO» DECK

TYFICAL TRA MEMPRANE

N WO DECK

(=)

NTS.

PUTYL SEALANT

TPA MEMBERANE ADHERED
PER MANUAFCTURER SPEC.

TPA PONPING ADHESIVE
HEAT WELDED LAP

= —
n - e —

060 FLEECE PACK TPA
FULLY APHERED

SPECIFIED FASTENER
AND PLATE

ROK DPRAIN REINFORCING
PAN

10 07 CCPPER SLEEVE, SADERED
FITTED INSIPE EXISTING PRAIN PIFE
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|/2" FIPERELASS REINFORCED X
6YPSM POARD — FASTEN
WITH APHESIVE.

2" FLAT STOCK INSULATION
MECHANICALLY FASTENED TO
Woov DECK

EXISTING SLOPED WOD DECK

RoOE DRAIN — WOOL DECK

()

5/1 — |I_0ll

|/2" FIBERELASS REINFORCED GYPSIM
POARD — FASTEN WITH APHESIVE.

7" FLAT STOCK INSULATION MECHANICALLY

Op0 FLEECE PACK TPA
FULLY APHERED

TPA PONPING APHESIVE
|/2" FIPERCGLASS REINFORCED

GYPSWM POARD — FASTEN
WITH APHESIVE.

2" FLAT STOCK INSULATION
MECHANICALLY FASTENED TO

7" MIN.
<

EXISTING SLOPED WOD DECK

§

OARVEL STOF DETAIL

(5)

NTS.

60 FLEECE PACK TPA
FULLY APHERED

TPA PONPING ADHESIVE
|/7" FIPERGLASS REINFORCED

OYPSUIM POARD — FASTEN
WITH ADHESIVE.

2" FLAT STOCK INSULATION
MECHANICALLY FASTENED T&

A

——
T

WOD DECK ﬂ

EXISTING SLOPED A

Wov DECK

OVERFLOW  SCUFFER

(s)

511 — |I_0H

W& COPPER WIRE SCREEN
SODERED TO CAP

GRAVEL STOP FASCIA — 14 GAGE
GALVANIZED STEEL

—"_
CONT. BEAD OF SEALANT
L . 040 AIMINM  FASCIA
=
: EXTEND TPA MEMBRANE OVER FACE
0 OF WO BLOCKING
\ —— ANNULAR RING NALS @ ¢ oc¢. (TYP)
\g —
| x PT. WO» FASCIA
1 x 4 PT. WOOD BLOCKING

040 ALMINIM  FASCIA

—
[ CONT. CLEAT

EXISTING Woow FASCIA

EXISTING STRUCTURE

ﬁ GRAVEL STOP PEYOND

GRAVEL STOFP FASCIA — 14 GAGE
GALVANIZED STEEL

CONT. BPEAD OF SEALANT

| +—— o040 ALULMINWM  FASCIA

EXTEND TPA MEMPRANE VER FACE
o WOk BLOCKING

™
A
—— ANNULAR RING NAILS @ 4" ¢oc. (TYP)

| x PT. WOO» FASCIA
1 x 4 PT. WOO» BLOCKING

OA40 ALUMINWM  FASCIA

T T GEAT

EXISTING WO FASCIA

LEAD COATED COPPER VENT
STACK SLEEVE AND CAP.
SPOT SADPER CAP TO 9EEVE

s

EXISTING PLUMPING VENT STACK

TPA APPROVED SEALANT

STANLESS STEEL ALAMPING RING

_——— TPA ONE PIECE pooT

SPECIFIED FASTENER AND PLATE

HEAT WELDED LAP

Op0 FLEECE PACK TPA
FULLY APHERED ,7

EXISTING WO» DECK

;

FLUMBING VENT

(5)

5” — |I_0H

L |/7" FIBERGLASS REINFORCED
GYFPSM POARD — FASTEN
WITH ADHESIVE.

|/4" PER FT TAPERED POLYISO
INSULATION ADHERE ACCORDING
TO SPEC. TO |-I/2" FLAT STOCK
INSULATION PASE FASTENED TO

METAL DECK. STAGEGER ALL JOINTS.
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